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	OCCUPANCY TYPE
	FACTORS: Add numbers horizontally of working devices within the facility.
	TOTAL
	Minimal Level of Fire Watch

	 
	 HAS WORKING AUTOMATIC DETECTION  and local alerting 
	OCCUPIED 24/7
	WORKING FIRUS
	 HAS WORKING SPRINKLER
	HAS REDUNDANT OR COMPLETE DETECTION
	Sum of working Fire protection devices

FROM LEFT COLUMNS
	24/7 WITH HOURLY WALK THROUGH   SEE NOTE:1
	HOURLY WALK THROUGH  SEE NOTE:2
	HOURLY 
Drive by

INSPECTION  SEE 
NOTE: 3
	PERODIC FIRE WATCH REQUIRED  SEE NOTE: 4

	LIFE SAFETY
	 
	 
	 
	 
	 
	 
	 
	 
	 
	 

	Wilson Hall
	40
	10
	5
	20
	NA
	 
	<44
	45-55
	56-64
	65-74

	Curia I
	40
	10
	10
	10
	NA
	 
	NA
	<41
	42-50
	51-69

	Residential
	10
	10
	5
	5
	10
	 
	NA
	NA
	<25
	26-39

	 
	 
	 
	 
	 
	 
	 
	 
	 
	 
	 

	MISSION CRITICAL
	 
	 
	 
	 
	 
	 
	 
	 
	 
	 

	Footprint
	40
	10
	10
	10
	10
	 
	<44
	45-64
	NA
	65-79

	FCC
	40
	10
	5
	20
	NA
	 
	<44
	45-64
	NA
	65-74

	Casey Pond
	40
	10
	5
	20
	NA
	
	NA
	<46
	46-64
	65-74

	Master Sub, Kautz Rd.
	40
	NA
	5
	NA
	NA
	 
	NA
	<40
	40-44
	NA

	CUB
	40
	NA
	5
	NA
	NA
	
	NA
	<40
	40-44
	NA

	CHL
	40
	10
	5
	NA
	NA
	
	<40
	41-49
	50-54
	NA

	 
	 
	 
	 
	 
	 
	 
	 
	 
	 
	 

	HIGH VALUE
	 
	 
	 
	 
	 
	 
	 
	 
	 
	 

	CDF, D0, GCC,LCC, IB Complex
	40
	10
	5
	20
	NA
	 
	<44
	45
	46-64
	65-74

	 
	 
	 
	 
	 
	 
	 
	 
	 
	 
	 

	SERVICE BUILDINGS
	 
	 
	 
	 
	 
	 
	 
	 
	 
	 

	Main Injector,  Numi , or Beamline with suppression and detection
	40
	NA
	5
	20
	NA
	 
	<40
	40-45
	60-64
	NA

	Main Ring or Beamline designed and approved without automatic suppression
	40
	NA
	5
	NA
	NA
	
	NA
	NA
	<40
	40-44

	 
	 
	 
	 
	 
	 
	 
	 
	 
	 
	 

	OFFICE/GENERAL ADMIN
	 
	 
	 
	 
	 
	 
	 
	 
	 
	 

	Office/Admin Bldgs. (CDF/D0 outbldgs/portakamps) 
	40
	10
	5
	20
	NA
	 
	NA
	<46
	46-64
	65 -74

	
	
	
	
	
	
	
	
	
	
	

	WORK AREAS
	
	
	
	
	
	
	
	
	
	

	Incidental manufacturing, assembly, fabrication  shops, labs, buildings NOTE 5
	40
	NA
	5
	20
	NA
	
	NA
	45-59
	NA
	60-64

	 
	 
	 
	 
	 
	 
	 
	 
	 
	 
	 

	LOW HAZARD
	 
	 
	 
	 
	 
	 
	 
	 
	 
	 

	Barns, Storage Trailers, Storage Bldgs. With  detection/suppression 
	40
	10
	5
	20
	NA
	 
	NA
	<46
	46-64
	65 -74

	Barns, Storage Trailers-No detection/suppression systems
	NA
	NA
	NA
	NA
	NA
	
	NA
	NA
	NA
	NA

	
	
	
	
	
	
	
	
	
	
	

	IF NEEDED: CONSULT ON-CALL FIRE TECHNICIAN FOR BUILDING SPECFIC DETAILS OF FIRE PROTECTION SYSTEMS AND COVERAGE


	

	NOTES:
	1: Dedicated person at the location to perform walk-through checks of building and the reporting of a fire to x-3131.
	
	

	
	2: Person (may be Security if available) to do physical walk-through checks of building and the reporting of a fire to x-3131.
	
	

	
	3: Person (may be Security if available) to do physical check (drive-by) for local activated fire alarm and the reporting of a fire to x-3131.
	
	

	
	4During unoccupied times-  a physical check  once every four hours for activated fire alarms for facilities listed under Life Safety, High Value or Mission Critical Catagories.  All other buildings a drive by once every four hours.
	
	

	
	5: Area in which assembly/disassembly or manufacturing (i.e: specialized clean rooms to large open bays) is taking place in which power, water, detection or suppression capabilities is lost or has been removed from service, then special fire watch provisions with personnel trained in the on-going procedures will need to be involved
	
	


Enclosures,  beamlines and other enclosed areas fire watches will not be required during Beam Runs or for normal maintenance periods.  Fire Watch may be required if hot work is/has taking place or for other special conditions, as directed by the Senior Safety Officer or Senior Fire Protection Engineer.
Examples:

	Examples:


	 HAS WORKING AUTOMATIC DETECTION  local alerting
	OCCUPIED 24/7
	WORKING FIRUS
	 HAS WORKING SPRINKLER
	HAS REDUNDANT OR COMPLETE DETECTION
	Sum of working Fire protection devices

FROM LEFT COLUMNS
	24/7 WITH HOURLY WALK THROUGH   SEE NOTE:1
	HOURLY WALK THROUGH  SEE NOTE:2
	HOURLY INSPECTION  SEE 

NOTE: 3
	PERODIC FIRE WATCH REQUIRED  SEE NOTE: 4

	Wilson Hall #1
	40
	10
	5
	20
	NA
	 75
	<44
	45-55
	56-64
	65 -74

	Wilson Hall #2
	40
	DOWN
	DOWN
	DOWN
	NA
	 40 
	<44
	45-55
	56-64
	65 -74


	Wilson Hall #1
	75
	No action required

	Wilson Hall #1
	40
	Note 1: Dedicated person at the location to perform walk-through checks of building and the reporting of a fire to x-3131.


	Examples:


	 HAS WORKING AUTOMATIC DETECTION  local alerting
	OCCUPIED 24/7
	WORKING FIRUS
	 HAS WORKING SPRINKLER
	HAS REDUNDANT OR COMPLETE DETECTION
	Sum of working Fire protection devices

FROM LEFT COLUMNS
	24/7 WITH HOURLY WALK THROUGH   SEE NOTE:1
	HOURLY WALK THROUGH  SEE NOTE:2
	HOURLY INSPECTION  SEE 

NOTE: 3
	PERODIC FIRE WATCH REQUIRED  SEE NOTE: 4

	CDF #1
	40
	10
	5
	20
	NA
	75 
	<44
	45
	46-64
	65-74

	CDF #2
	40
	DOWN
	DOWN
	DOWN
	NA
	40 
	<44
	45
	46-64
	65-74

	CDF #3
	40
	10
	5
	DOWN
	NA
	55 
	<44
	45
	46-64
	65-74


	CDF #1
	75
	No action required

	CDF #2
	40
	NOTE 1: Dedicated person at the location to perform walk-through checks of building and the reporting of a fire to x-3131.

	CDF #3
	 55
	NOTE 3: Person (may be Security if available) to do physical check for local activated fire alarm and the reporting of a fire to x-3131.
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